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How to add the 023-0345 CO sensor model in MT Alliance V5.2
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Fill the form as described below

Sensor Model - “Micro Thermo 023-0345 CO 100 ppm [2-10¥)"

E Manufacturers |Micn:| Thermo j wireless
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Once completed you won’t have to repeat this step again for this site.

To drop the 023-0345 CO sensor in a view, zoom in the appropriate view
Drag and drop a sensor from the Component box

Make the following selection and click OK.
Pick Sensor, Type and Model
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M anufacturer | ticro Thermo j
Sensor Model | 023-0345 CO 100 ppr (2-10v) |

x Cancel

Click on the new button and configure the name, the alarm limits and the sensor node
input
This sensor won’t be available for a plug-in.
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