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NOTES:

CHCTRL1: CHILLER CONTROL

CHLK1: CHILLER LOCKOUT

DFE: DEFROST FLUID EXCHANGER VALVE

MWEFS: MASTER WARM FLUID SOLENOID VALVE

TSV: TEMPERING SOLENOID VALVE

WFST: WARM FLUID SUPPLY TEMPERATURE

POP: PUMP OUTLET PRESSURE

POP: PUMP INLET PRESSURE

PDPS: PUMP DIFFERENTIAL PRESSURE SWITCH
SCFZ1: SECONDARY COOLANT FREEZE STAT. 1
SCFZ2: SECONDARY COOLANT FREEZE STAT. 2

SCFS: SECONDARY COOLANT FLOW SWITCH

SCST: SECONDARY COOLANT SUPPLY TEMPERATURE
SCSP: SECONDARY COOLANT SUPPLY PRESSURE
SCRT: SECONDARY COOLANT RETURN TEMPERATURE
SCRP: SECONDARY COOLANT RETURN PRESSURE
PCS1: PUMP CONTROL SENSING 1

PCS2: PUMP CONTROL SENSING 2

PCS3: PUMP CONTROL SENSING 3
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