CABLE 3#18

FROM TRANSFORMER

(SEE DRAWING C-003 FOR
POWER REQUIREMENT)
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SDATA ECHELON TYPE 2#18, STRANDED, 7/26 UTP

(UNSHIELDED TWISTED PAIR) BELDEN 8461
TYPE OR EQUIVALENT

> INVERTER VARIABLE SPEED

N | INVERTER RUN

559 PSS kelscl

2 | INVERTER BYPASS

S |INVERTER RESET

3 | PUMP RELAY

2 | ELECTRIC SUMP HEATER
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