CABLE 3#18

FROM TRANSFORMER

(SEE DRAWING C-003 FOR
POWER REQUIREMENT)
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ECHELON TYPE 2#18, STRANDED, 7/26 UTP
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N |LOW SPEED FAN RELAY

M | HIGH SPEED FAN RELAY

3 |PUMP RELAY

N | ELECTRIC SUMP HEATER
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DATE DESCRIPTION REV.

SYSTEM :

REFRIGERATION

AUTOMATISATION / CONTROL :

Micro Thermo Technologies™

12855 Rue Brault, Mirabel
Quebec,Canada, J7J 0C4
Tel: (450) 668-3033

Fax: (450) 668-2695
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