CABLE 3#18

FROM TRANSFORMER

(SEE DRAWING C-003 FOR

POWER REQUIREMENT)
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ECHELON TYPE 2#18, STRANDED, 7/26 UTP

> DATA (UNSHIELDED TWISTED PAIR) BELDEN 8461
TYPE OR EQUIVALENT

> MODULATING VALVE /SPR/CTRL VALVE

> MODULATING VALVE /RECEIVER OUTLET

> MODULATING VALVE /MECHANICAL SUBCOOLER 1

> MODULATING VALVE /MECHANICAL SUBCOOLER 2

S | SYSTEM DRAIN VALVE

S | CONTROL/SPR VALVE

M | SUBCOOLER 1 STAGE 1

> | SUBCOOLER 1 STAGE 2

> | SUBCOOLER 2 STAGE 1

> | SUBCOOLER 2 STAGE 2

> | VENTING VALVE
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Modification on DATA Description o1

DATE

DESCRIPTION

REV.

SYSTEM :

REFRIGERATION

AUTOMATISATION / CONTROL :

Micro Thermo Technologies™

12855 Rue Brault, Mirabel
Quebec,Canada, J7J 0C4
Tel: (450) 668-3033

Fax: (450) 668-2695
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