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Dimension 4" X 12.5"

- EACH CIRCUIT CONTROLLER CONTROLS A MAXIMUM OF FIVE REFRIGERATION CIRCUITS.

- 24Vac CENTER TAP TRANSFORMER REQUIRED (12VA PER CONTROLLER).

- RELAY OUTPUT RATING 2 Amps.

- SEE DRAWING C-005 FOR POWER REQUIREMENT.
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ECHELON TYPE 2#18, STRANDED, 7/26 UTP
(UNSHIELDED TWISTED PAIR) BELDEN 8461 TYPE OR
EQUIVALENT .

PRE-WIRED CONNECTIONS

FIELD INSTALLED WIRING

FIELD INSTALLED BY ELECTRICIAN
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